
 
 

 

 
 

 Industrial Water Purification 

 
 
 
 

Reverse Osmosis (RO) is simple technology.  W
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Evaluation Process 
The entire water 
purification system is 
reviewed and an “As-Built” 
AutoCAD drawing is 
generated.  From the 
information developed, an 
ad hoc maintenance  
manual is written. 
 
With our documentation 
complete, we provide our 
customer with an itemized 
proposal on precisely what 
we can do for his system.  

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Cal Water technicians perform the followin
9 Measure and log RO feed water TDS, Flow R
9 Log RO pump pressure 
9 Measure and log RO product water TDS, Flo
9 Measure and log RO reject water TDS and f
9 Log Recovery % 
9 Log Rejection % 
9 Log all pressure gauge readings at the RO u
9 Change RO pre-filters as needed 
9 Check salt or chemical tank levels and adds
9 Repair any minor leaks 
9 Update PM Log on site and Cal Water copy 
9 Provide a visit receipt on RO condition, noti
 
 
 

Reverse Osmosis Maintenance 
 “Outsource” Service 

Maintenance – Troubleshooting 
Including Pre and Post Treatment 
ater is forced under pressure through a semi-
ticulate impurities behind.  But for an RO unit to 
ciated pretreatment must be routinely maintained.

 

 
 RO Maintenance Service – “Maintenance that is best Outsourced”
 

 
 RO Service Tasks
Cal Water provides economical RO maintenance service 

ter technicians routinely visit RO systems to monitor the performance, 
atment as well as any downstream polishing such as deionizers, filters and 
these service visits they make any necessary adjustments, add chemical to 
e filters, replace burned out UV lamps and repair any minor problems. After
 is done, Cal Water technicians update maintenance logs and provide 

tation of work done.  Technicians are available 24/7 at 800-CAL-WATER 
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y of the feed, brine and product water within the limits of the unit.  
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Setting Up an RO Service
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Evaluating Component Baseline Performance 
� Cal Water engineers start an RO evaluation by having a brief meeting with the personnel 

who are affected by the operation of the water purification system. 
� Cal Water engineers inspect the RO system from the city water inlet to the final point of use 

in the purified water system.  We record all part numbers, descriptions, model numbers, 
serial numbers, voltages, and any other pertinent data. 

� We perform a 7 point general mineral water analysis on RO feed, brine and product water. 
� With this data and other tests, we provide the customer with a starting point report on the 

current performance level of all of the equipment in the system. 
� Our engineers review the installation to assess the probable long term performance 

capability, and to report any problems found during the inspection phase to the customer. 
� We develop an “As-Built” AutoCAD drawing of the system from observations, 

measurements and photographs. 
� We use the drawing and notes to write a Maintenance Manual, specific to the system to be

serviced, which outlines a PM schedule, service frequency, and all activities necessary to 
keep the RO equipment in top operating condition. 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

 

 

RO Service Including The Entire Pure Water System 
� Change U.V. lights every 6 months, 9 months or yearly, depending on requirements 
� Change vent filter on storage tank every 6 months  
� Flush RO membranes on every visit 
� Clean and Acid wash membranes in place as needed 
� Replace RO elements as needed 
� In extreme cases, remove RO elements and clean at Cal Water 
� Periodic system sanitization including storage tanks and loops every 3, 6, or 12 months, 

depending on requirements 
� Check chemical feed motors and chemical level 
� Make minor repairs of leaks, replace fuses, clean area 
� Periodic system sanitization including storage tanks and loops 
Pre-treatment 
RO pretreatment can take the form of water softeners, carbon filters, particle filters and 
chemical feeders.  All pretreatment is to prevent hardness, chlorine, biomass, and particles from
interfering with the life and function or an RO membrane.  For the pretreatment to be effective, 
it must be sized properly and maintained. All pretreatment is reviewed and tested. 
RO Unit 
The RO unit is inspected for sizing, leaks and function.  All membrane tube product water is 
tested and a profile of the performance of the reverse osmosis system is developed. 
Post Treatment 
In many cases, an RO unit is simply the starting purification device in a complete system.  RO is
frequently followed by post treatment consisting of deionization, UV sterilization and sub micron 
filtration. All post treatment process are reviewed and included in total PM servicing.

 
 
 
 
 
 
 
 
 
 
 
 

 
 Full RO and Pure Water System Maintenance
RO Service Logs are continually updated by Cal Water Technicians 
All maintenance of high purity water systems, routine or otherwise, should be logged.  If a part 
is replaced, the part number, date, and the reason for replacement should be logged.  If 
chemical is added to a solution feeder the date and quantity should be noted.  Any maintenance 
at all should be logged no matter how mundane. When troubleshooting, the more information 
available on the routine operation of the system the better. 
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he importance of Consistent and Knowledgeable Maintenance 
ost Reverse Osmosis/Deionized water systems are compound assemblies consisting of a series
f diverse products, each of which does a necessary job and has specific maintenance 
equirements. All elements of a high purity water system must be maintained for the system to 
ork properly.  

ith over 50 years of experience, Cal Water technicians and engineers can maintain, repair and 
pgrade almost any working Reverse Osmosis unit, regardless of manufacture.  
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C al Water offers a variety of maintenance service levels: 

1. RO and pretreatment only 
2. RO, pretreatment and post treatment 
3. RO, pretreatment and post treatment, including chemicals, salt, DI service 

 
 
 
 
R outine Service Visit Maintenance and Logging 
� Analyze City water TDS, pH and pressure 
� Function of water softener or sequestering agent feeder 
� Function of carbon filter or reducing agent feeder 
� Check all time clocks and reset if necessary 
� Check for hardness and chlorine in RO feed water 
� RO pump pressure 
� RO product water TDS and flow rate 
� RO Brine TDS and flow rate 
� Recovery % 
� Rejection % 
• Check all pressure gauges: city, RO pump, filters etc. 
• Add salt to the water softener brine tank 
• Add sequestering agent to feeders 
• Add reducing agent to feeders  
� Change filters on a schedule or as needed 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
R O-DI System Trouble Shooting 
Complete system Troubleshooting is one of the more valuable benefits of Cal Water RO 
maintenance service. Cal water technicians are experienced in trouble shooting a wide variety of 
water purification products and equipment.  (NOTE: With a full Cal Water maintenance contract, 
problems can usually be headed off or at least predicted, making emergency troubleshooting 
unnecessary.) 

 

 
Customer Problems Solved by Cal Water Service Technicians
� Insufficient water is being produced by the system 
� There is Insufficient water pressure before/after the system 
� The R.O unit is not producing enough water 
� The final water quality is below specification 
� The RO product water quality is below specification 
� The portable exchange deionizers don't last 
� Bacteria or other Organics are interfering with the process 
� Filters are plugging too rapidly 
� Hard water is getting to the RO Membranes 
� Chlorine is present in the RO feed 
� The Recovery rate of the RO is too wasteful 



 
 
 

Example Maintenance Schedule 
 

                                                           Carbon Filter 
Maintenance:                                Frequency: 

1.  Log Test for chlorine*       every visit 
2.  Check and adjust Time Clock  As needed 
 

Reagent Solution Feeders 
Maintenance:                                Frequency: 

1. Log Chemical Concentration  every visit 
2. Log chlorine level               every visit 
3. Replace O rings, checks and seats  every 6 months  
 

Reverse Osmosis Unit 
Maintenance:                                Frequency: 

1. Log Product water quality      every visit 
2. Replace pre-filters          as needed 
3. Log Feed flow rate            every visit 
4. Log Product flow rate          every visit 
5. Log Brine flow rate              every visit 
 

Sequestering Agent Feeder 
Maintenance:                                Frequency: 

1. Log water Cl Concentration   every visit 
2. Log chemical Agent solution level      every visit 
3. Add chemical Agent to feeder tank As needed 
4. Replace O rings, checks and seats  every 6 months  
 

Ultraviolet Sterilizers 
Maintenance:                                Frequency: 

1.  Log U.V. intensity reading             every visit 
2.  Replace U.V. lamps*              yearly or at 70% reading 
3.  Send samples in sterile bottles, giving the time and date drawn, to an independent laboratory  
 

Sub Micron Cartridge Filters 
Maintenance:                                Frequency: 

1.  Check Pressure Drop                    every visit 
2.  Log and replace cartridge              as needed 
 

EDI or Portable Exchange Deionizers 
Maintenance:                                Frequency: 

1.  Log water quality                       every visit 
2.  Call and Log Exchanges                  as needed 
3.  Check for leaks                         every visit 
 

For More Information Please Call 
 1(800) CAL-WATER - (800) 225-9283 

 
 
 
 
 

Limited Warranty:  Cal Water warrants service labor and material for 1 year from 
the date of work.  In case of defect in material, labor,  or service, Cal-Water’s sole 
responsibility is for the replacement or repair of the defective product and cannot be held 
liable for losses of any other kind. (Please see Terms and Conditions of Service) 
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